
7 5/8"

5/8" 3 5/8" 3 3/8"

CLEAR

1"

CONTINUOUS EXTRUDED FLEXIBLE GASKET,
COLOR SELECTED BY ARCHITECT

CONTINUOUS EXTRUDED ALUMINUM FRAME,
EACH SIDE, TYPICAL

FRAME CONCEALED BY FEATHERED JOINT
COMPOUND, EACH SIDE, PAINT, TYPICAL

EXISTING CONSTRUCTION

5
 7

/8
"

5/8" GYPSUM BOARD, PAINT, TYPICAL

BATT INSULATION, TYPICAL

3-5/8" GALVANIZED METAL STUDS @ 16"o.c.,
TYPICAL

CORNER GUARD

G

3 5/8" 4"

5/8" 3 5/8" 2 3/8" E.J.
1"

CLR

1"
E.J.

1" INSULATED GLAZING

2"x6-1/2" THERMAL BREAK ALUMINUM
STOREFRONT SYSTEM

CONTINUOUS SEALANT & BACKER ROD

3"x3" CONTINUOUS STEEL ANGLE, FULL
HEIGHT OF OPENING, COORDINATE w/
STRUCTURAL

TUBE STEEL COLUMN - SEE STRUCTURAL

3-5/8" GALVANIZED METAL STUDS @ 16"o.c.

BATT INSULATION

5/8" GYPSUM BOARD, FINISH AS
SCHEDULED

BREAK METAL ADAPTER BY STOREFRONT
MANUFACTURER, EACH END

BRAKE METAL FILLER PANEL BY STOREFRONT
MANUFACTURER, COLOR TO MATCH STOREFRONT

CONT 3"x5"x16 GAUGE GALVANIZED BREAK
METAL SUPPORT/CLOSURE FOR FILLER PANEL

FILL CAVITY w/ BATT INSULATION

EXTERIOR EXPANSION JOINT, ACRYLIC-
IMPREGNATED COMPRESSIBLE FOAM w/
FACTORY-APPLIED AND CURED SILICONE
FACE, COLOR TO BE SELECTED BY
ARCHITECT

1'-2" +/- 2" 6"
5/8"

1'-10 5/8" +/-

EXISTING CONSTRUCTION

6" SPRAYED CELLULOSE INSULATION (R-19),
PROVIDE HORIZONTAL BLOCKING @ 4'-0"o.c.
VERTICALLY

6" GALVANIZED METAL STUD FRAMING @
16"o.c.

5/8" GYPSUM BOARD, FINISH AS SCHEDULED

2" TONGUE AND GROOVE RIGID INSULATION
(R-10)

7.1

FLUID APPLIED VAPOR PERMEABLE
MEMBRANE AIR BARRIER

7 5/8"

CAST STONE SILL BELOW

G

TUBE STEEL COLUMN - SEE STRUCTURAL

3-5/8" GALVANIZED METAL STUDS @ 16"o.c.

BATT INSULATION

5/8" GYPSUM BOARD, FINISH AS SCHEDULED

EXTERIOR EXPANSION JOINT, ACRYLIC-
IMPREGNATED COMPRESSIBLE FOAM w/
FACTORY-APPLIED AND CURED SILICONE
FACE, COLOR TO BE SELECTED BY
ARCHITECT

EXISTING CONSTRUCTION

SPRAYED CELLULOSE INSULATION

6" GALVANIZED METAL STUD FRAMING @
16"o.c.

5/8" GYPSUM BOARD, FINISH AS SCHEDULED

FILL CAVITY w/ BATT INSULATION

6" SPRAYED CELLULOSE INSULATION

5/8" GYPSUM BOARD, FINISH AS SCHEDULED

6" GALVANIZED METAL STUD FRAMING @
16"o.c.

7 5/8"

5/8" 3 5/8" 2 3/8" E.J.
1"

1'-10 5/8" +/-

1'-2" +/- 8 5/8"

3 5/8" 4"

7.1

2" T&G RIGID INSULATION, R-10

PREFINISHED METAL HORIZONTAL WALL
PANELS & TRIM SYSTEM, RE:B9/AE501

1-1/2" GALV METAL "Z" FURRING, 16"
O.C., ANCHOR SECURELY TO
INSULATED BACKUP PANEL CLIPS
PER PANEL MANUF SPECIFICATIONS

PROVIDE FLEXIBLE MEMBRANE FLG SIDE
WRAP PER INSULATED-CORE METAL WALL
PANEL SYSTEM MANUF, TYPICAL

2" INSULATED-CORE METAL WALL BACKUP
PANEL SYSTEM (R-14) W/FLEXIBLE
MEMBRANE FLG AND FASTENER SEAL PER
MANUF, ANCHOR SECURELY 16" O.C. PER
MANUF, TYPICAL

3-5/8" GALVANIZED METAL STUDS @ 16"o.c.

ACOUSTICAL LAY-IN CEILING TILE

CONTINUOUS EXTRUDED FLEXIBLE GASKET,
COLOR TO BE SELECTED BY ARCHITECT

CONTINUOUS EXTRUDED ALUMINUM FRAME,
FRAME CONCEALED BY FEATHERED JOINT
COMPOUND

5/8" GYPSUM BOARD

ACOUSTICAL LAY-IN CEILING SUSPENSION
TEE

1" CLEAR

F.4

GALVANIZED ADJUSTABLE BRICK VENEER
ANCHORING SYSTEM @ 16"o.c. VERTICAL
AND 32"o.c. HORIZONTAL, TYPICAL

1
'-
1
 5

/8
"

5
/8

"

6
"

7
"

ACRYLIC-IMPREGNATED COMPRESSIBLE
FOAM (EXTERIOR WALL COVER), EACH SIDE

FACTORY-APPLIED AND CURED SILICONE
FACE (EXTERIOR WALL COVER), EACH SIDE

BRICK VENEER

2" INSULATED-CORE METAL WALL BACKUP
PANEL SYSTEM (R-14) TYP.

5/8" GYPSUM BOARD, FINISH AS SCHEDULED

6" SPRAYED CELLULOSE INSULATION (R-19),
PROVIDE HORIZONTAL BLOCKING @ 4'-0"o.c.
VERTICALLY

6" GALVANIZED METAL STUDS @ 16"o.c.

FILL CAVITY w/ FRICTION FIT FIBERGLASS
BATT INSULATION

EXISTING CONSTRUCTION

2" T&G RIGID INSULATION, R-10

6" SPRAYED CELLULOSE INSULATION (R-19),
PROVIDE HORIZONTAL BLOCKING @ 4'-0"o.c.
VERTICALLY

6" GALVANIZED METAL STUDS @ 16"o.c.

SIDEWALK BELOW W/CONT E.J.

FLUID APPLIED VAPOR PERMEABLE
MEMBRANE AIR BARRIER

5
/8

"3
"

3
"

5
/8

"

1
 1

/2
"

1
 1

/4
"

3
 5

/8
"

CONT FLR E.J. SEALANT & CONC SLAB
BACKER BOARD

8

E

1'-8 5/8" +/-

1'-0" +/- 8 5/8"

2" 6"

SEE DETAIL D4/AE508 FOR TYPICAL
EXPANSION JOINT CONSTRUCTION NOTES
NOT SHOWN

5
/8

"
6
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"

2 1/8" 7 1/8"

CLEAR

1"

7
 1

/8
"

1
'-
3
 5

/8
"

CLEAR

1"

2"x6-1/2" THERMAL BREAK ALUMINUM
STOREFRONT SYSTEM

BRAKE METAL ADAPTER BY STOREFRONT
MANUFACTURER

1" INSULATED GLAZING

CONTINUOUS SEALANT & BACKER ROD

3"x2" CONTINUOUS STEEL ANGLE, FULL
HEIGHT OF OPENING, COORDINATE w/
STRUCTURAL

TUBE STEEL COLUMN - SEE STRUCTURAL

3-5/8" GALVANIZED METAL STUDS @ 16"o.c.

3-5/8" BATT IINSULATION, PROVIDE
HORIZONTAL BLOCKING @ 4'-0"o.c.
VERTICALLY

5/8" GYPSUM BOARD, FINISH AS
SCHEDULED

BRAKE METAL FILLER PANEL BY
STOREFRONT MANUFACTURER, COLOR TO
MATCH STOREFRONT

3"x5" CONTINUOUS 16 GAUGE GALVANIZED
BREAK METAL

FILL CAVITY w/ BATT INSULATION

EXTERIOR EXPANSION JOINT, ACRYLIC-
IMPREGNATED COMPRESSIBLE FOAM w/
FACTORY-APPLIED AND CURED SILICONE
FACE, COLOR TO BE SELECTED BY
ARCHITECT

EXISTING CONSTRUCTION

CORNER GUARD

2
 7

/8
"

2 INCH RIGID INSUALTION

SPRAYED CELLULOSE INSULATION
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Office of

Facilities

Management

DEPARTMENT OF
VETERANS AFFAIRS

100% CONSTRUCTION DOCUMENTS

FULLY SPRINKLERED

126

4500 Burrow Drive
North Little Rock, AR  72116
Phone:  501-758-7443
Fax:      501-753-7309
www.taggarch.com

09/07/2012

Fayetteville, AR

Renovate Leroy Pond Army

Reserve Center for Mental Health

Residential Rehabilitation

Treatment/ Police Training

9/7/12 SG JB

564-341

AE508

EXPANSION JOINT DETAILS

79

79

 3" = 1'-0"

EXPANSION JOINT @ GYPSUM BOARD - TYPICAL
D4

 3" = 1'-0"

EXPANSION JOINT @ STOREFRONT - AREA "B"
G1

 3" = 1'-0"

EXPANSION JOINT @ METAL WALL PANEL - AREA "B"
D1

 3" = 1'-0"

EXPANSION JOINT @ FURR DOWN - TYPICAL
B4

 3" = 1'-0"

EXPANSION JOINT @ BRICK - TYPICAL
G5

 3" = 1'-0"

EXPANSION DETAIL @ E8 - AREA "A"
D7


